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FLOW RATE

4.05 LPS (EACH PUMP)
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30 METRE

MOTOR

2.20 KW

SPEED

(RPM)
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LOCATION
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REMARKS

FOR BUILDING

PARALLEL ALTERNATE SEQUENCE OPERATION
CONTROL BY PRESSURE SWITCH
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(ABC TYPE,NON CFC.)

สำหรับห้องไฟฟ้า

SANITARY RISER DIAGRAM.

Ø4"CMW.

Ø2"VC

Ø2"VC

Ø2"V.
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WASTEWATER TREATMENT PLANT (WWTP)

AB-01 AIR BLOWER AIR BLOWER 3 200 L./min 2.5 METRE 0.20 KW <2900 220 V/1 PH/50 Hz MANUAL / AUTOMATIC
CONTROL BY TIMER SWITCH

DISINFECTION DISINFECTION SYSTEM CHLORINATION 1 - - ~0.20 KW - 380 V/3 PH/50 Hz MANUAL / AUTOMATIC
CONTROL BY TIMER SWITCH

ROOM

MECHANICAL
ROOM

MECHANICAL
ROOM
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เชื่อมต่อระบบรวบรวมน้ำเสียมหาวิทยาลัย

ขอบเขตงานของผู้รับจ้างครอบคลุมถึงการสำรวจ และ การกำหนดแนวประปาสำหรับเชื่อมต่อระบบจากท่อประปาหลัก
ของมหาวิทยาลัย  และ จากถังเก็บน้ำบนชั้นดาดฟ้าของอาคารเรียน คณะสาธารณสุขศาสตร์ โดยผู้รับจ้างต้องจัดทำแบบ Shop Drawing 

ให้ครบถ้วน และ นำเสนอต่อผู้ควบคุมงานเพื่อพิจารณาเห็นชอบก่อนเริ่มดำเนินการติดตั้งในพื้นที่หน้างาน

FLEX.

CONTACT MEDIA CONTACT MEDIA

TREATMENT VOLUME

( PALL RING TYPE )
SURFACE AREA 102 m / m  , HDPE

FIBERGLASS REINFORCED PLASTIC , FRP

WASTEWATER TREATMENT PLANT(WWTP) CAP. 15 CU.M./D

AIR LIFT PUMP

200 L/ mim at 0.20 Bar
200 Watt , 3.3 A , 1 PHASE,220 V, (3 SET)

1.1

1.2

1.3

1

3

2

TOTAL

NO.

TANK CAPACITY

BODY MATERIAL

CONTACT MEDIA

DESCRIPTION

SOLID SEPARATION TANK

SEDIMENTATION TANK

FIXED FILTER AERATION TANK

5 RETURN SLUDGE & EXCESS SLUDGE

4
( for Aeration Tank )
AIR BLOWER ( AB1 )

3

3

3

3

32

"

"
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4.72 m

6.47 m

2.09 m

13.28 m
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